SANITARY SEWERJ

MACHINE CORED HOLE @
WITH CAST IRON SADDLE
WITH STAINLESS STEEL
BANDS AROUND THE PIPE.
THE SADDLE TO BE
COMPLETELY ENCASED IN
CONCRETE.

CONCRETE SANITARY OR STORM SEWER

NOTE: SERVICE
CONNECTIONS TO BE AT 2
O'CLOCK OR 10 O'CLOCK
POSITION.

CORPORATION STOP GREATER THAN
1" REQUIRES SADDLE.

___ WATER SERVICE

MACHINE CORED
HOLE WITH PVC
SADDLE ENCASED
COMPLETELY IN
CONCRETE.

(| |

L PVC SEWER SERVICE

WATER MAIN
SUPPORT FOR CORPORATION
AND GOOSENECK SHALL CONSIST
OF A MINIMUM 0.5 C.Y. OF
AGGREGATE EQUAL TO MN/DOT
3149.2.H, (MOD.) THROUGHLY
COMPACTED

WATER AND PVC SANITARY SEWER

TYPE "K" COPPER
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